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A B S T R A C T
The technology of the organic/inorganic hybrid coating was employed in the preparation of a hydrophobic coating (con-
tact angle higher than 140°) for fouling mitigation on stainless steel heat transfer surfaces. A commercial triethoxysilane
perfluoropolyethers was combined with a sol-gel silica network with the aim to increase the mechanical and thermal re-
sistance of the films when exposed to aggressive liquid environments as the heat exchanging fluids. The experimentation
on a shell and tube heat exchanger pilot plant confirmed the ability of the hybrid coating to prolong the crystallization
fouling induction period of 200 h in respect to an uncoated heat exchanger, operating in the same conditions. Moreover,
the fouling particles deposited on the coated heat transfer surfaces had only slight adhesion strength toward the coated
surfaces and were easily removed by inducing higher wall shear stresses inside the tubes of the plant.
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1. Introduction
Heat exchangers provide the perfect conditions for fouling; the
heat exchanging fluids often contain dispersed or dissolved particles,
which can adhere on the heat transfer surfaces, and the working tem-
peratures are in general favourable for microorganism proliferation.
The main effects of fouling in heat exchangers can be summarized as
the increase of the overall heat transfer resistance and the increase of
the pressure drop due to the reduction of the cross-sectional flow area,
which means losses in the heat transfer efficiency [1,2]. Among all the
possible techniques available for fouling control in heat exchangers,
the use of metal surfaces, which do not suffer from deposition phe-
nomena, would be certainly one of the best options [3]. To achieve
this goal, an anti-fouling coating can be applied on the heat transfer
surfaces. Many researches attest in particular the effectiveness of hy-
drophobic coatings on mitigation of crystallization fouling in heat ex-
changers [4–7]. Crystallization fouling is one of the most common
types of fouling involving heat exchangers and consists in the precipi-
tation and deposition of dissolved salts, after the supersaturation [8].
The preparation of anti-fouling coatings for application on heat
transfer surfaces, however, is not trivial [9]. Beside the typical prop-
erties of mechanical, chemical and thermal stability, anti-fouling coat-
ings for heat exchangers should not represent a further heat trans-
fer resistance, hence their thickness have to be maintained lower than
5 μm to ensure no insulator effects [3]. Moreover, the effect of the
coatings on the average surface roughness should be controlled; the
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average roughness of the heat transfer surface can in fact greatly in-
fluence the flow regime of the fluid in contact with the heat surface as
well as the extent of the fouling phenomenon [10,11].
The organic/inorganic hybrid coating technology can contribute to
the obtainment of an anti-fouling coating with the properties just dis-
cussed. The careful combination of an organic compound with an inor-
ganic one permits in fact the obtainment of a composite material pos-
sessing both the typical properties of the two components [12].
Several reviews [13–15] attest the efficiency of the hybrid coat-
ing technology in the mitigation of bio-fouling. Even so, only few re-
searches report the effects of the use of hybrid coatings in the mitiga-
tion of other types of fouling phenomena, such as mineral fouling, cor-
rosion fouling or crude oil fouling, especially in heat transfer equip-
ment. Cai et al. [16] studied a composite coating composed by tita-
nium dioxide nanoparticles and fluoroalkylsilane, observing a lower
fouling resistance in pool boiling saturated by CaCO3 in presence of
the coating. Holberg and Bischoff [17] reported the application of hy-
brid coatings composed by an urea-siloxane systems. By the optimiza-
tion of the synthesis, the authors obtained a mechanical robust hybrid
coating with proven ability to repel crude-oil derived foulants on heat
transfer surfaces.
In this research, we implemented an easy to handle procedure
for the preparation of the coating, employing the well-known sol-
gel synthetic technique. The procedure includes the co-condensation
of tetraethyl orthosilicate, the precursor for silica coating prepara-
tion, with a triethoxysilane α,ω-substituted perfluoropolyether. This
synthetic approach permits to intersperse homogeneously the inor-
ganic phase (SiO2) in the organic one, without compromising the typ-
ical properties of the polymer [18]. Hence, we obtained a stable hy-
drophobic coating based on the fluoropolymer [19] with enhanced
thermal and mechanical stability conferred by the presence of the
metal oxide, which possesses superior mechanical properties in re
http://dx.doi.org/10.1016/j.applthermaleng.2016.06.014
1359-4311/© 2016 Published by Elsevier Ltd.
UN
CO
RR
EC
TE
D
PR
OO
F
2 Applied Thermal Engineering xxx (2016) xxx-xxx
spect to polymers [20]. The mechanical and chemical stability of the
hybrid coating prepared in this work were investigated in liquid media,
using chemically aggressive solutions and high temperatures to simu-
late the exposition to heat exchanging fluids. The anti-fouling proper-
ties, instead, were evaluated in a heat exchanger pilot plant, operating
with water rich in carbonate salts responsible of crystallization fouling
phenomena.
2. Material and methods
2.1. Coatings synthesis and preparation
The hybrid coating (briefly named S10/SiO2) was prepared by
combining a sol-gel silica coating and a perfluoropolyether derivative.
The silica coating was prepared by classical sol-gel synthesis start-
ing from the alkoxide precursor (TEOS), as reported by Kermadi et
al. [21]. The commercial perfluoropolyether (named Fluorolink®S10,
provided by Solvay Specialty Polymers) was mixed with TEOS, main-
taining a weight ratio of 80/20 respectively, before the initiation of the
hydrolysis and condensation reaction. iso-propanol was used as sol-
vent in the sol-gel synthesis, the amount of solvent was maintained in
large excess in order to reduce the viscosity of the sol-gel. The amount
of S10 in respect to the solvent was 2.7 wt%. Water was added in the
molar ratio of 4.0/1.0 in respect to TEOS, and pH was regulated at
a value of 2 using nitric acid. The sol-gel synthesis was performed
at room temperature, maintaining the solution under stirring for 24 h.
The coatings were deposited on stainless steel substrates (plain sam-
ples of dimensions 30 × 20 mm or tubes samples with internal diam-
eter of 8 mm and length 100 mm) via dip-coating. Namely, the sub-
strates were kept immersed in the coating solution for 3 h and heat
treated for 3 h at 383 K and for 1 h at 473 K in a static oven. Before the
coating deposition, the stainless steel substrates were rinsed with wa-
ter and acetone. Similarly, the tube bundle of the heat exchanger pilot
plant was carefully washed with water and acetone and consequently
dipped in the coating formulation (using a tank of 8 L volume) for 3 h.
The heat treatment was performed as previously described.
2.2. Resistance and fouling tests
The hybrid coating prepared was preliminary studied to assess its
resistance when exposed to liquids simulating the heat exchanging flu-
ids. Plain stainless steel substrates where used as samples for the re-
sistance tests. The chemical stability was investigated by immersing
the samples in a hydrochloric acid solution (HCl, pH = 2), a disin-
fectant solution containing chloramines (pH = 7), and a synthetic sea-
water solution. During the tests, all the solutions were thermostated
at a temperature of 323 K. The thermal resistance was assessed by
exposing the samples to water heated at 343 K. The mechanical re-
sistance was instead investigated by exposing the samples to a wa-
ter flow, at a temperature of 323 K, and velocity of 0.17 m/s. A simi-
lar test was performed using a solution of CaSO4, 4 g/L concentrated,
instead of water. In that case, the CaSO4 solution, pre-heated at a
temperature of 313 K, was pumped (flowrate: 0.15 m/s) in a tubu-
lar stainless steel sample characterized by the presence of the coat-
ing on its internal surface. In such a way it was possible to assess
the wear resistance of the coatings in presence of a solution rich in
suspended particles. The apparatus used for the latter tests are de-
scribed elsewhere [22]. All the resistance tests lasted for 30 days, apart
from the test performed in presence of the CaSO4 solution, which
lasted for 43 days. The testing liquids where replaced periodically
every 2/3 days, in order to maintain unaltered the environmental con-
ditions to which the samples where exposed. The same resistance
test was repeated at least two times, using different coated samples.
The deterioration of the coatings was monitored by measuring the wa-
ter contact angle value of the coated substrates (Kruss Easydrop in-
strument). For each sample, at least 5 droplets where deposited on dif-
ferent position of the surface, and the CA value was calculated as the
average of these measurements. A decrease in the CA value was rep-
resentive of a deterioration of the coating.
The anti-fouling ability of the hybrid coating S10/SiO2 was inves-
tigated on real heat transfer surfaces, by the aim of a heat exchanger
pilot plant. The schematic of the plant is reported in Fig. 1.
The pilot plant is composed by two shell and tube heat exchangers
(STHX), TEMA type NEW, working in parallel and designed iden-
tically. During the experimentation, only the tube bundle of STHX
A was coated. Each heat exchanger is equipped with control devices
(Table 1), which permitted the recording of the temperatures of the in-
let and outlet fluids, in both shell side and tube side. The flowrates of
the inlet fluids in shells and tubes were regulated using float flowme-
ters (see Table 1).
Table 2 reports in brief some specifications concerning the design
of the two shell and tube heat exchangers.
Tap water, provided from the water system of the city of Milan,
was used as operating fluid. The amount of calcium and magnesium
measured in a sample of water corresponded to 76 mg/L and 18 mg/L
respectively, therefore we supposed that the main fouling mechanism
involved during the experiment was crystallization fouling. In fact, in
a previous work, involving a similar apparatus working in analogous
conditions, we clearly observed the formation of scale deposits on the
Fig. 1. Flowsheet of the heat exchanger pilot plant. STHX A, coated heat exchanger;
STHX B, uncoated heat exchanger; FM, flowmeters; M, mixer; P, pressurimeters; R,
heating elements; S, splitter; T, thermocouples; V, valves.
Table 1
Description of the operating units and of the analytical devices included in the heat ex-
changer pilot plant. The symbols adopted correspond to the ones reported in Fig. 1.
Symbol and
name Specifications
FM1/FM2 float
flowmeter
Parker, measure range: 12–120 L/h, standard accuracy: ±5% of
full scale flow
FM3/FM4 float
flowmeter
Key Instruments, measure range: 120–1200 L/h, standard
accuracy: ±5% of full scale flow
P1-P4
manometer
INOX, measure range: 0–5 bar
R1/R2 heating
elements
230 V, 3 kW, alimented in series
T0
thermocouple
Immersion thermocouple, rigid, for temperature measurement in
the hot water tank. Sensibility: 10–50 μV/°C
T1-T4
thermocouples
Contact thermocouple, flexible, sensibility: 10–50 μV/°C
V1-V6 valves INOX ball valve, certified ISO 9001 and ISO 14001
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Table 2
Description of the shell and tube heat exchangers lay-out.
Shell side Tube side Further specifications
Internal
diameter
90 mm Number of tubes 22 Baffles
cross
Single
segmental
Outside
diameter
102 mm Number of tubes
passes per shell
6 Baffle
spacing
27 mm
Length 700 mm Tubes internal
diameter
8 mm Baffle
diameter
87 mm
Number of
passes per
shell
1 Tubes length 700 mm Flow
regime
Counter
flow
Material Aluminium Tubes layout 30°
Material AISI 316
heat transfer surfaces [23]. The hot water, collected in the storage tank,
was heated at a temperature of 313–323 K by two heating elements
and consequently pumped inside the tubes at a flowrate of 720 L/h.
The cold fluid, directly coming from the water supply network, flowed
inside the shell at a temperature varying from 290 K to 292 K and
flowrate 108–120 L/h.
We estimated the Re number in the shell side following the Kern
method [24]; it ranged, during the operation, from 1880 to 2090. The
Re number in the tube side was 2346; hence, the flow regime involved
in the experimentation was mainly laminar. The operating conditions
were kept very similar between the two heat exchangers during the ex-
perimental work, thus, it was possible to compare the heat transfer ef-
ficiency of the coated heat exchanger with the one of the uncoated heat
exchanger. In the result section, the variation with time of the overall
heat transfer coefficient (Ulm) of STHX A is compared with the one of
STHX B. The coefficient Ulm was calculated according to Eq. (1) [25]:
In Eq. (1), Q is the quantity of heat transferred from the hot fluid to
the cold one, Alm is the logarithmic mean of the heat transfer surface
and ΔTlm is the logarithmic mean of the temperature differences in the
shell side and hot side.
Considering the formation of fouling layer prevalently on the in-
ternal side of the tubes, we also calculated the fouling resistance Rf,
according to Eq. (2) [26]:
where Ut is the overall heat transfer coefficient at the generic time t,
while U0 is the overall heat transfer coefficient at the start of the oper-
ation, i.e., when the heat transfer surfaces are supposed to be clean.
3. Results and discussion
3.1. Chemical and mechanical resistance of the hybrid coatings
Fig. 2 sums up the results of resistance tests. Here, the best re-
sults of each resistance tests are presented. The average CA value of
a fresh coating deposited on the stainless steel substrate was 144° ± 3.
On the other hand, typically, a clean and uncoated stainless steel sur-
face has a CA varying from 60° to 80°. Therefore, the decrease in CA
Fig. 2. Results of the resistance tests performed on the hybrid coating S10/SiO2: com-
parison between the CA measured before the test ( ) and at the end of the test, lasted
for 30 days ( ). Exposition to: 1 = HCl solution, 2 = disinfectant solution, 3 = synthetic
seawater solution, 4 = water at 343 K, 5 = water flux at 0.17 m/s, 6 = CaSO4 solution
fluxed in a coated tube at 0.15 m/s.
that we observed during the resistance tests was indicative of a pro-
gressive deterioration of the coating. The most detrimental solution
for the hybrid coatings was represented by the synthetic seawater so-
lution. After 30 days of immersion we observed a consistent decrease
of CA (18% in respect to the starting value), corresponding to a final
CA value of 112°. On the other hand, the exposition to the other typol-
ogy of aggressive liquids did not alter consistently the wettability of
the coated samples, and the final contact angles measured were always
higher than 125°. Interestingly, the hybrid coating appeared highly sta-
ble against thermal stresses. The prolonged exposition to water at high
temperature brought to a decrease in CA of only the 9%. The hybrid
coating demonstrated good mechanical resistance even against shear
stresses; the exposition to the water flux and to the CaSO4 solution,
fluxed inside the coated tube sample, determined a decrease in CA of
the 12% (final contact angle ∼125°).
3.2. Fouling mitigation
The heat treatment necessary for the hardening of the hybrid coat-
ing was performed at high temperatures (383 K and 473 K). We esti-
mated a linear expansion of the stainless steel tubes due to the ther-
mal gradient induced in the heating treatment of 0.1 mm, which is a
negligible value. From surface profilometry analyses (UBM Microfo-
cus Measurement System), we estimated that the average thickness of
the coatings that we prepared was 7 μm. Moreover, we observed an
increase of the average roughness (Ra) of the stainless steel substrate
after the deposition of the coating from 0.749 μm to 0.953 μm (rough-
ness was measured by profilometer analysis, UBM Microfocus Mea-
surement System, on an area of 0.3 × 0.5 mm and resolution of 500
points/mm).
The fouling mitigation effect of the hybrid coating can be observed
comparing the overall heat transfer coefficient and the fouling resis-
tance values calculated for the uncoated heat exchanger (STHX B),
with the ones of the coated heat exchanger (STHX A), as presented in
Figs. 3 and 4. The scattering of the experimental values observable in
these figures is mainly due to the continuous variation of the temper-
atures and of the flowrates in the range reported in Section 2.2. The
variation of these parameters involved simultaneously the two heat ex-
changers, which worked in parallel and in the same conditions for the
whole duration of the experiment (580 h). Each Ulm or Rf value pre-
sented in Figs. 3 and 4 correspond to the average daily value, calcu-
lated from the data collected 8 times/day.
(1)
(2)
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Fig. 3. Comparison between the values of the overall heat transfer coefficient U of the
coated heat exchanger STHX A (◆) and the uncoated heat exchanger STHX B (○).
Fig. 4. Comparison between the fouling resistance (Rf) values of the coated heat ex-
changer STHX A (◆) and the uncoated heat exchanger STHX B (○).
Fig. 3 emphasizes the variation with time of Ulm in STHX A and
STHX B. The initial Ulm values of STHX A and B were very similar,
793 and 795 W/m2 K respectively, hence we can suppose that in the
apparatus described, the influence of the hybrid coating on the heat
transfer ability of the stainless steel surface was negligible. Until 200 h
of operation the Ulm value of STHX A and B remained almost sim-
ilar. The average Ulm value in the period 0–200 h for STHX A was
756 W/m2 K and for STHX B 715 W/m2 K. After 200 h of operation,
the overall heat transfer coefficient of STHX B started to decrease,
while the Ulm values of STHX A remained almost unvaried. The av-
erage value of Ulm in the period comprised between 200 and 400 h
was in fact 769 W/m2 K for STHX A and 598 W/m2 K for STHX B.
Hence, a consistent decrease of the heat transfer capacity of the un-
coated heat exchanger was observed after 200 h of operation. Hypo-
thetically, the progressive reduction in the overall heat transfer coef-
ficient observed in the uncoated heat exchanger was due to the for-
mation of scale deposits on the heat transfer surfaces. On the other
hand, the hydrophobic coating prevented the scale deposition on the
heat transfer surfaces of STHX A until, at least, 400 h of operation.
In fact, the Ulm value of the coated heat exchanger decreased with a
similar extent after ∼400 h of operation (During the working period
of 400–550 h Ulm was in fact 598 W/m2 K). At the same time, we ob-
served that the overall heat transfer coefficient of the uncoated heat
exchanger continued to decrease, the average value of Ulm calculated
from 400 to 550 h of operation was in fact 493 W/m2 K.
After 550 h of experiment, the pilot plant was shut down to per-
mit the removal of the scale deposits formed on the heating units
placed in the tank. The operation lasted for several hours and during
that interval the two heat exchangers were completely emptied. After
the maintenance procedure, the experimentation started again and pro-
ceeded for 80 more hours. During that period we observed a progres
sive restore of the initial Ulm value in the coated heat exchanger (aver-
age Ulm value in the period of operation 500–580 h was 687 W/m2 K).
A similar result was not observed in the uncoated heat exchanger,
the average Ulm value in the same period was in fact 425 W/m
2 K.
The restoring of the initial heat transfer conditions observed in STHX
A can be related to the hydrophobic/anti-fouling effect of the hybrid
coating, which made difficult the adhesion of the foulant particles on
the internal surfaces of the tubes. Hence, inducing wall shear stresses,
the removal of the scale deposits was favored by the presence of the
hybrid coating.
The assumptions made from the analyses of the Ulm values in the
two heat exchangers can be confirmed from the observation of the
fouling resistance (Rf) trends (Fig. 4).
The fouling resistance values remained very similar between the
two heat transfer plants until 200 h of operation (9 · 10−5 vs
1 · 10−4 m2 K/W for STHX A and B respectively). An increase of the
Rf value was observed for STHX B in the operating period comprised
between 200 and 400 h, in fact the average value rose at 4 · 10−4 m2 K/
W. On the contrary, the fouling resistance remained almost unvar-
ied for STHX A (7 · 10−5 m2 K/W). Therefore, we can suppose a shift
from the fouling induction period to the fouling period in the uncoated
heat exchanger after 200 h of operation. A consistent rise of the foul-
ing resistance in the coated heat exchanger was instead observed after
400 h of operation; the average Rf value calculated between 400 and
500 h of working was in fact 5 · 10−4 m2 K/W. Hence, the hydropho-
bic coating was able to prolong the fouling induction period of about
200 h in the conditions here adopted. Moreover, after the maintenance
procedure, involving the shutdown of the pilot plant, we observed a
decrease of the fouling resistance in the coated heat exchanger (the av-
erage value in the period of operation of 500–580 h was 2 · 10−4 m2 K/
W). This result can be explained by the removal of the fouling parti-
cles thanks to a wall shear stress effect, induced in the step of refilling
of the heat exchanger. The same phenomenon was not observed on the
uncoated heat exchanger, where the foulant particles had the possibil-
ity to adhere much strongly to the stainless steel surface. In fact, the
average Rf value in the last working period was 1 · 10−3 m2 K/W.
4. Conclusions
We evaluated the applicability of a hybrid coating composed by a
perfluoropolyether and a sol-gel silica network in fouling mitigation
in heat exchangers. The synthetic procedure implemented involves an
established technology for the industrial production of coatings, as the
sol-gel procedure, and uses as raw material commercially available
products, with the aim to scale-up such a technology. The main con-
clusions are the follow ones:
(1) The hybrid coating demonstrated the ability to reduce fouling
due to scale on heat transfer surfaces. The fouling induction pe-
riod was prolonged of about 200 h on coated heat transfer sur-
faces as evinced by the experimentation performed on a heat ex-
changer plant in pilot scale. Moreover, the coating improved the
removal of the fouling deposits under wall shear stresses.
(2) The hybrid coating (having an average thickness of 7 μm) only
scarcely affected the heat transfer ability of the stainless steel
surfaces. However, we observed an increase of the average
roughness of the stainless steel substrate of about 2.0 μm after
the deposition of the coating.
A selective study on the roughness variation, due to the coating de-
position, on substrates having different Ra starting values, in respect
to the one selected for this research, has not been performed yet. How-
ever, it is important to consider this effect in design step of the heat
exchanger.
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(3) Such a results were obtained maintaining relative mild condi-
tions in the pilot plant. Hard water was used as heat exchanging
fluid, laminar flow conditions were maintained both in shell and
tubes and small temperature differences (ΔT = 30 K) occurred
between the hot and cold fluid. For this reason, to obtain more
precise results on the effectiveness of the SiO2/S10 hybrid coat-
ing in fouling mitigation, further investigations should be made
varying the temperature ranges and the flow regimes, by adjust-
ing the design of the heat exchanger pilot plant.
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